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CO00 [nitial Comments

Report of Complaint Survey by Dennis Harrell on
12-8-2015,

The Complzint alfeged that the facility was getling
cold because a window had been broken and
covered with cardbeard for 5 weeks.

Records indicats this facility was first censed a5
a Home for the Aged sarving 99 residents on :
12-1-1982. Therefors the facility was surveyed

Jor conformamce with the 1871 Minimum and
Desired Standards and Regulstions for Homes

for the Aged and Infirm, the applicable portions of -
ihe 2005 Rules for the Licensing of Adult Care
Homes of Seven or More Beds, and the 1967
No:th Carolina State Building Code, Group D.

The Compilaint was substantiated to have been
. accurate before, but had been corrected by the
day of the survey. Other deficiencies, not related
to the complaint were cited that will require an i
accepiable Plan of Correction, !
|
C 189 Building Equipment Maintainad Safe, Operating |
SECTION .0300 - PHYSICAL PLANT '
10ANCAC 13F .0311  OTHER
REQUIREMENTS
{2) The building and all fire safety, electricat,
mechanicad, and plumbing equicment in an adult
care home shall be maintzined in 3 safe and
cperating condition.
k) This Rule shak apply to new and existing
facilities with the exception of Paragraph (e)
which shall not 2pply o existing facilitizs.

This Rule is not met as evidenced by
1. Basad on observation, the facllity was not
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mainigined in 8 safe condition because of a badly
damaged bedroom door. Damaged bedroom
dnors cannot resist the passage of fire and
SMmMoxe.

Finding includes:

The door to bedroom 5 was damaged bayond
repain.

2. Based on cbservation, the faciiity was not
maintained in a proper cperaling condition
pecause of a poorly inatalled air conditioner ina
window in the main dining room. Poorly installad
air conditioners can sllow cold air and/orinsecis
‘o enter the facility.
Finding includes:

' There were open holes around the air conditioner :
installed in the main diring room. |

3. Based on observation, the facility exterior
weakher resistant surfaces were not properly .
. maintained. Poorly maintained surfaces allow
water fo enter.
Findings include:
a. The siding was broken on the exterior of the
600 Hall.
b. The aftfic access docr was damagad on the
. exterior gable end of the 200 Hall,

4 Based on cbservalion, he faciity was not
maintained properly because a thermostat cover
was migsing exposing the wires and internal
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Facility Maintenance Director will remove the: air condition unit form
the window ta ensure the window will properly clase, Facility
Operations Direclor Wil Supervisa to ensure comgliancs.

Facility Mainterance Directar Wil repface all broken siding with

approved materials Facifity Operations Director wil monitor the
repains o ensyie compliance,

Facility Maintenance Director wil Replace the door hinges ko
¥ that the door closas properly.

Facilily Maintenance Director will replace the the themaestat and

parts. insitall tock cover to ensure the thermostat is in propar woking
condition
C 180 Heating System C 180
SECTION 0300 - PHYSICAL PLANT |
10ANCAC 13F .0311 OTHER ;
REQUIREMENTS !
(b} There shall be a heating system sufficient to |
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maintain 75 degrees F (24 dégreas C) under
winter desicn condifions. In addition, the
following shall apoly to heatars and cooking
applianceas.

{1) Built-in electric heaters, f used, shall be
insiaien or protected so as o avold bum hazards
to residents and room furnishings.

ik} This Rule shall apply o new and existing
facilities with the exception of Paragraph [g)
which shall not apply to existing facilities.

. Thiz Rule is not met as avidenced by:
. Based on observation, the femperature In a2
resident bedroom on the 300 Hall was only 70

degress F

degrees. The oulside temperature measured 58

‘.

.

Facility Will adjust all thermostats 1o ansure the
the resident rooms maintain 75 degraes F,
Facility Mainterance director will monitar the
facliity temperature daily to ensure compliznes,

Drvzzian of Health Serice Hegulation
STATE FORM

gd E620rEL6-BEE

ZRTUZ1

8180 NPy AUNOD seylipf

If comfinuaiion shegt 3ol 3

diz:iy09lL £09ed



